Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Loads Reg & Res Projected Purchases Tg\;Ze:?:?irc)pﬁs F;;ssjiitrii ?;;‘;
_ _ Project First Estimated PU PU & EP Ancil_liary Bank Bank Daily Daily Capacity
Monday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 19, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MW) MW) MW)
Hour A B c | o E F | ¢ H I E K L M
1 1,140.0 608.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
2 1,140.0 459.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
3 1,139.0 459.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
4 1,139.0 459.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
5 1,140.0 458.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
6 1,141.0 613.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
7 1,122.0 617.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
8 1,124.0 628.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
9 1,124.0 880.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
10 1,125.0 941.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
11 1,126.0 941.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
12 1,127.0 941.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
13 1,127.0 947.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
14 1,128.0 947.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
15 1,129.0 948.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
16 1,129.0 909.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
17 1,129.0 900.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
18 1,130.0 913.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
19 1,129.0 877.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
20 1,127.0 865.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
21 1,126.0 865.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
22 1,125.0 817.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
23 1,144.0 650.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
24 1,143.0 543.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 180.0 840.0 0.0
Daily Energy
(MWh) 18,185.0 | 1,896.0 465.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,139
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?sr';d Loads Reg & Res Projected Purchases Trczazz;i:?i;pr;s lergstZtre(i ?;;?
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
Tuesday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 20, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M

1 1,220.0 543.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

2 1,220.0 460.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

3 1,219.0 460.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

4 1,219.0 460.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

5 1,220.0 460.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

6 1,221.0 613.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

7 1,202.0 652.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

8 1,204.0 658.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

9 1,204.0 686.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

10 1,205.0 | 1,014.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

11 1,206.0 | 1,014.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

12 1,207.0 | 1,015.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

13 1,207.0 841.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

14 1,208.0 839.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

15 1,209.0 797.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

16 1,209.0 797.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

17 1,209.0 797.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

18 1,210.0 797.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

19 1,209.0 804.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

20 1,207.0 814.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

21 1,206.0 814.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

22 1,205.0 674.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

23 1,224.0 594.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0

24 1,223.0 436.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 290.0 920.0 0.0
Daily Energy

(MWh) 17,039.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 14,238
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Rsr?;';d Loads Reg & Res|  Projected Purchases LoVP Corp. Projected ?Ba;()?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Wednesday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Masimum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 21, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)

Hour A B C | D E F | G H | | J K L M
1 1,300.0 432.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
2 1,300.0 370.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
3 1,299.0 370.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
4 1,299.0 370.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
5 1,300.0 369.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
6 1,301.0 452.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
7 1,282.0 529.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
8 1,284.0 581.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
9 1,284.0 788.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
10 1,285.0 | 1,052.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
11 1,286.0 | 1,052.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
12 1,287.0 | 1,002.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
13 1,287.0 870.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
14 1,288.0 819.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
15 1,289.0 818.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
16 1,289.0 818.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
17 1,289.0 818.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
18 1,290.0 818.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
19 1,289.0 | 1,145.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
20 1,287.0 | 1,146.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
21 1,286.0 | 1,146.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
22 1,285.0 888.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
23 1,304.0 434.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0
24 1,303.0 300.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 150.0 1,000.0 0.0

Daily Energy
(MWh) 17,387.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 14,123
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?::;d Loads Reg & Res Projected Purchases Tg;z;%:)pr"s F;Qré)sjiitrii ?g;‘;
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
Thursday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | wiminimal
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 22, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G | H I | J K L M

1 1,410.0 299.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

2 1,410.0 299.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

3 1,409.0 299.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

4 1,409.0 299.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

5 1,410.0 298.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

6 1,411.0 298.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

7 1,392.0 497.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

8 1,394.0 589.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

9 1,394.0 678.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

10 1,395.0 | 1,026.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

11 1,396.0 | 1,026.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

12 1,397.0 948.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

13 1,397.0 845.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

14 1,398.0 606.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

15 1,399.0 606.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

16 1,399.0 606.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

17 1,399.0 605.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

18 1,400.0 685.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

19 1,399.0 976.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

20 1,397.0 | 1,258.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

21 1,396.0 | 1,210.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

22 1,395.0 | 1,073.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

23 1,414.0 434.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0

24 1,413.0 300.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,110.0 0.0
Daily Energy

(MWh) 15,760.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,432
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Rsr?;';d Loads Reg & Res|  Projected Purchases L[oVP Corp. Projected ?Ba;()?
' ‘ Project First Estimated PU PU & EP Ancil!iary Bank Bank Daily Daily Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase| (from CVP Energy (to Mlnlmu_m Ma)qmt_lm w/minimal
Demand ) Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 23, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G H I | J K L M
1 1,310.0 298.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
2 1,310.0 298.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
3 1,309.0 297.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
4 1,309.0 297.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
5 1,310.0 297.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
6 1,311.0 297.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
7 1,292.0 363.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
8 1,294.0 578.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
9 1,294.0 961.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
10 1,295.0 961.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
11 1,296.0 962.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
12 1,297.0 913.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
13 1,297.0 913.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
14 1,298.0 772.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
15 1,299.0 626.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
16 1,299.0 604.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
17 1,299.0 604.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
18 1,300.0 619.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
19 1,299.0 | 1,055.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
20 1,297.0 | 1,162.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
21 1,296.0 | 1,162.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
22 1,295.0 | 1,028.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
23 1,314.0 391.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
24 1,313.0 300.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 90.0 1,010.0 0.0
Daily Energy
(MWh) 15,758.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 12,418
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REGr?Srlgr;f/d Loads Reg & Res Projected Purchases Trczazz;i:?i;pr;s lergstZtre(i ?;;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Saturday PrOJectgd Projected Use Load Preference AnC|IlIary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 24, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M

1 1,260.0 298.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

2 1,260.0 298.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

3 1,259.0 298.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

4 1,259.0 298.0 93.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

5 1,260.0 297.0 93.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

6 1,261.0 297.0 93.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

7 1,242.0 364.0 72.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

8 1,244.0 567.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

9 1,244.0 894.0 72.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

10 1,245.0 937.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

11 1,246.0 937.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

12 1,247.0 803.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

13 1,247.0 744.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

14 1,248.0 565.0 72.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

15 1,249.0 565.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

16 1,249.0 565.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

17 1,249.0 565.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

18 1,250.0 565.0 72.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

19 1,249.0 828.0 72.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

20 1,247.0 | 1,100.0 72.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

21 1,246.0 | 1,100.0 72.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

22 1,245.0 | 1,044.0 72.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

23 1,264.0 375.0 93.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0

24 1,263.0 298.0 93.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 80.0 960.0 0.0
Daily Energy

(MWh) 14,602.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 11,298
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region May 15, 2008
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?sr';d Loads Reg & Res Projected Purchases Trczazz;i:?i;pr;s lergstZtre(i ?;;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Projected | Projected Preference| Ancillary Forward Capacity ~ Services Energy Return S . L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm MaX|mgm w/minimal
Demand ) Capacity | Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
May 25, 2008 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E Foo| G | H I | J K L M
1 1,176.0 298.0 79.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
2 1,176.0 298.0 79.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
3 1,175.0 298.0 79.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
4 1,175.0 297.0 79.0 13.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
5 1,176.0 297.0 79.0 14.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
6 1,177.0 297.0 79.0 15.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
7 1,179.0 508.0 79.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
8 1,181.0 534.0 79.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
9 1,181.0 610.0 79.0 19.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
10 1,182.0 686.0 79.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
11 1,183.0 813.0 79.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
12 1,184.0 864.0 79.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
13 1,184.0 865.0 79.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
14 1,185.0 865.0 79.0 23.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
15 1,186.0 865.0 79.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
16 1,186.0 865.0 79.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
17 1,186.0 865.0 79.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
18 1,187.0 971.0 79.0 25.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
19 1,186.0 | 1,041.0 79.0 24.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
20 1,184.0 | 1,042.0 79.0 22.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
21 1,183.0 | 1,042.0 79.0 21.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
22 1,182.0 972.0 79.0 20.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
23 1,180.0 578.0 79.0 18.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
24 1,179.0 578.0 79.0 17.0 193.0 0.0 0.0 0.0 0.0 0.0 100.0 890.0 0.0
Daily Energy
(MWh) 16,349.0 | 1,896.0 465.0 0.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 13,061
Ramp Rate Constraint: None

Notes:

A WN P

. For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 133 MW and regulation of 60 MW.
. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
. Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.




