Western Area Power Administration

Sierra Nevada Region

Starting Forecast Month:

Twelve-Month Forecast of CVP Generation and Base Resource

October 2020 Through September 2021
Values at Load Center (Tracy Substation)

October 2020

Exceedence Level:  90% (Dry
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month CVP Peak Project Use| First Pref.  First Pref. Ancillary PU Forward  Capacity Energy (This (This Services Capacity Available
Maximum  CVP Energy | Project Use (PU) Load | (FP) Peak (FP) Load Services |Purchase Off- Purchase  Purchase columnfor columnfor Purchase |Available for for Base Capacity
Capability ~ Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts.  future use) future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A T B T | D = G H T ™ 1 _J ] K ] C M N ] _©O ] P
0Oct-2020 1125 230 100 75 20.5 15.3 182.0 0.0 0.0 0.0 0.0 822.5 139.7 22.8
Nov-2020 1095 160 100 90 225 16.2 182.0 0.0 0.0 0.0 0.0 790.5 53.8 9.4
Dec-2020 1355 140 60 55 24.4 18.2 182.0 0.0 0.0 0.0 0.0 1,088.6 66.8 8.2
Jan-2021 1355 130 150 150 249 18.5 182.0 0.0 0.0 38.5 0.0 998.1 0.0 0.0
Feb-2021 1515 140 30 15 25.3 17.0 182.0 0.0 0.0 0.0 0.0 1,277.7 108.0 12.6
Mar-2021 1445 170 30 20 237 17.6 182.0 0.0 0.0 0.0 0.0 1,209.3 132.4 14.7
Apr-2021 1560 340 40 25 20.3 14.6 182.0 0.0 0.0 0.0 0.0 1,317.7 300.4 317
May-2021 1555 410 55 35 19.8 14.7 182.0 0.0 0.0 0.0 0.0 1,298.2 360.3 37.3
Jun-2021 1525 520 70 40 20.5 14.8 182.0 0.0 0.0 0.0 0.0 1,252.5 465.2 51.6
Jul-2021 1435 540 170 115 21.4 15.9 182.0 0.0 0.0 0.0 0.0 1,061.6 409.1 51.8
Aug-2021 1445 430 165 115 21.9 16.3 182.0 0.0 0.0 0.0 0.0 1,076.1 298.7 37.3
Sep-2021 1315 400 190 130 20.5 14.7 182.0 0.0 0.0 0.0 0.0 922.5 255.3 38.4
Total 16,725.0 3,610.0 1,160.0 865.0 265.7 193.9 0.0 38.5 2,589.6
Exceedence Level  50% (Average
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month Maximum Peak Project Use| First Pref.  First Pref. Ancillary PU Forward  Capacity Energy (This (This Services Capacity Available
CVvP CVP Energy | Project Use (PU) Load | (FP) Peak (FP) Load Services |Purchase Off- Purchase  Purchase columnfor columnfor Purchase |Available for for Base Capacity
Capacity Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts.  future use) future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A T B T | D = G H T ™ 1 _J ] K ] C M N ] _©0 ] P
0Oct-2020 1130 230.0 150.0 135.0 20.5 15.3 182.0 0.0 0.0 0.0 0.0 7775 79.7 13.8
Nov-2020 1110 160.0 170.0 155.0 225 16.2 182.0 0.0 0.0 11.2 0.0 735.5 0.0 0.0
Dec-2020 1385 130.0 175.0 175.0 24.4 18.2 182.0 0.0 0.0 63.2 0.0 1,003.6 0.0 0.0
Jan-2021 1410 130.0 80.0 90.0 249 18.5 182.0 0.0 0.0 0.0 0.0 1,123.1 215 2.6
Feb-2021 1465 160.0 55.0 30.0 25.3 17.0 182.0 0.0 0.0 0.0 0.0 1,202.7 113.0 14.0
Mar-2021 1420 200.0 55.0 40.0 23.7 17.6 182.0 0.0 0.0 0.0 0.0 1L AEE S 142.4 16.5
Apr-2021 1720 410.0 40.0 30.0 20.3 14.6 182.0 0.0 0.0 0.0 0.0 1,477.7 365.4 34.3
May-2021 1725 620.0 80.0 40.0 19.8 14.7 182.0 0.0 0.0 0.0 0.0 1,443.2 565.3 52.6
Jun-2021 1735 570.0 165.0 105.0 20.5 14.8 182.0 0.0 0.0 0.0 0.0 1,367.5 450.2 45.7
Jul-2021 1700 630.0 170.0 120.0 21.4 15.9 182.0 0.0 0.0 0.0 0.0 1,326.6 494.1 50.1
Aug-2021 1870 490.0 170.0 110.0 21.9 16.3 182.0 0.0 0.0 0.0 0.0 1,496.1 363.7 32.7
Sep-2021 1625 450.0 190.0 145.0 20.5 14.7 182.0 0.0 0.0 0.0 0.0 1,232.5 290.3 32.7
Total 18,295.0 4,180.0 1,500.0 1,175.0 265.7 193.9 0.0 74.4 2,885.5
Notes:

1. For the AS (Column G), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 134 MW and regulation of 48 MW on average monthly long term basis.

2. Normal power system operations. Some CVP generating resources are beginning Fall maintenance activities and peak capacity will be reduced. Trinity River Augmentation Flows have ended.

Elevated TRD diversions are continuing while Sacramento River temperatures remain subdued. River flows are expected to slowly decline as irrigation demand falls and fish emergence progresses. Delta at full federal pumping.



	Rolling 12 Month Forecast

